


























































































I Hazards Considered Mitigative Actlon(s} Deadline/Person Responsible I 

Nurse Tank/Wagon Considerations 

Are any areas used to park nurse tanks located in close proximity to the following actiVities? 

• Roadway, street or path with substantial traffic .......................................................... Yes 

Corrective Action Required - 1: keep area well lit and secure 
Person Responsible: Gary 

Complete by Date: January 15, 2014 

• Movement of railcars of grain, fertilizer, etc ..................••......•.•........•.......•••....••••....•••. No 
• Airport or air strip with planes landing/taking off ........................................................ No 
• Movement of a forklift, end loader or heavy equipment ............................................... No 
• Storage of nitrate (Ammonium, Potassium or Sodium) ................................................ No 
• Storage of flammable materials (Gasoline, Diesel or Propane) ..................................... No 
• Storage of combustible materials (Brush, Pallets, Tires, etc.) ....................................... No 
• Storage of shop materials such as oxygen or acetylene gas ......................................... No 

Are all nurse tanks protected from being overfilled beyond the 85% safe level? .................. Yes 

Has the possibility and consequences been considered that the contents of nurse tanks 
filled to 85% during cold weather will increase in pressure resulting in the tank being 
over-filled? ..................................................................................................................•.. Yes 

Do all nurse tanks have legible ASME dataplates? ............................................................. Yes 

Have all nurse tanks with missing or illegible ASME dataplates passed the visual 
inspection, tank thickness and pressure test required by DOT to remain in service? ............ Yes 

Are all components utilized on nurse tanks constructed of materials compatible with 
anhydrous ammonia? ...................................................................................................... Yes 

Are all nurse tanks equipped with properly sized excess flow valves? ................................. Yes 

Are all nurse tanks equipped with current liquid withdrawal valves? ................................... Yes 

Are all nurse tanks equipped with current liquid fill valves? ................................................ Yes 

Are all nurse tanks equipped with current pressure relief valves and weatherproof rain 
caps? ........................................................................................................................•... Yes 

Are all nurse tanks equipped with current vapor return valves? .......................................... Yes 

Are all nurse tanks painted, marked and maintained in good condition? ............................. Yes 

Are all -nurse tanks inspected periodically to ensure the safe mechanical operating 
condition? ...................................................................................................................•. Yes 

Is the appropriate personal protective equipment available and ready for use with nurse 
tank operations? ............................................................................................................. Yes 
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Are all nurse tanks equipped with a supply of clean emergency water? .............................. Yes 

Have all operators involved with nurse tanks received training? •............••••....•••••....••......... Yes 

Has the person with responsibility for the maintenance and repair of nurse tanks 
received training? ............................................................................................................ Yes 

Have all repairs involving welding on the pressure vessel been performed by a qualified 
"R-Stamp'' welder? .......................................................................................................... Yes 

Are all nurse tanks secured when not attended or in use? ................................................. Yes 

Are all ACME valves hand tightened and inspected often to ensure a gasket is present 
and the assembly is free of leaks? ................................................................................... Yes 

Has the plumbing used to connect "double" or "triple" nurse tank configurations been 
plumbed according to best management practice to include properly sized excess flow 
valves? ........................................................................................................................... Yes 

Are all nurse tanks free of unacceptable dents or gouges? ................................................ Yes 
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Certification 

I am knowledgeable of the covered process and have to the best of my knowledge, information and 
belief performed, after reasonable inquiry, this Hazard Review. 

• }7.--)'Z- l3 (x) 
ted Na of Preparer) (Date) 

("'"'"~ "'J. 
~11V~AIV:eL (x) 

nted Name Preparer) (Date) 

(x) 
(Printed Name of Preparer) (Date) (Signature of Preparer) 
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IN THE MATTER OF Orrick Farm Service, Inc., Respondent 
Docket No. CAA-07-2015-0012 

CERTIFICATE OF SERVICE 

I certify that a true and correct copy of the foregoing Order was sent this day in the 
following manner to the addressees: 

Copy by email to Attorney for Complainant: 

hoard.christine@epa.gov 

Copy by First Class Mail to: 

Gary Vandiver, General Manager 
Orrick Farm Service Inc. 
208 East North Front Street 
PO Box 79 
Orrick, Missouri 64077 

Dated: 5/t<t \ \ 2 
Kathy Rob son 
Hearing Clerk, Region 7 




